FIRE DEPARTMENT CONNECTION / POST INDICATOR VALVE

- Steamer Fire Hydrants shall be within 50 feet of the Fire Department Connection (FDC)
- Fire Hydrants shall have an 18 inch Clearance above Finish Grade level to center of 4 1/2" Discharge
- A Blue Dot Reflector shall be installed 12" off Center Line of the Fire Hydrant side.
- All Hose Outlet Caps shall be attached to the Hydrant by Chains
- Fire Hydrants shall be Claw Model #960, Mueller #481, or Lang Beach #5615 (type 111, 2 1/2" and 4 1/2" outlets)
- All Fire Hydrants shall be painted Chrome Yellow
- All Fire Hydrants shall have a 36 inch Minimum Clearance around them
- All Fire Hydrants shall be located no closer than 30 Feet to any building
- Bollards May Be Required

---

CALFIRE
Napa County Fire Department
1995 Big Tree Road
St. Helena, California 94574
Office Phone (707) 967-5419 Fax (707) 967-5474

FIRE SAFE STANDARDS
Not to scale
Scale
Revision Date
Drawing No. 20